UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
REGION
1880 Arch Strest
Philadelphia, Pennsylvania 19103-2020

Timothy M. Miller | MAR 0 7 2019
President & Registered Agent

D30 Port Sirest, Ino.

28102 Bailevs Neck Road

Faston, MD 21601

Rer  Opportunity to Show Cause pursuant to subtitle | of the Resource Conservation
and Kecovery Act, as amended, 42 U.S.C. 88 6991 -9, and regulations
promulgated pursuant thereto, regarding Underground Storage Tanks located at
Easton Point facility located at 930 Port Street, Haston, Maryland.

Dear Mr, Miller

From the information currently available from the EPA mspection of the facility known
as Easten Point located at 930 Port Street in Easton, Marvland (the “Facility™) on June 13,
2018, including follow up information provided by you, EPA reasonably believes that vou as the
“operator” and 930 Port Street, Inc. (“Port Street”) as the “owner” of underground storage tanks
("USTS”} located at the Facility may have violated Subtitle I of ROBA, and the State of
Maryland’s UST program. As avesult, EPA believes that there is a sufficient basis for the
assessiment of ¢ivil penalties and requiring vou and Port Street to comply with Subtide [ of
RCRA and State of Maryland's UST program. EPA is herein providing vou and Port Street
with the opportunity 1o confer with FPA 1o show cause a5 to any reasons why the assessment of
civil penalties and the commenced of an enforcement action should not he issued for any or all
of the violations identified below.

Part I Preliminary Conclusions Regarding Vislations

The specific regulations that EPA has reason to believe have been violated are found in
the State of Maryland’s federally authorized UST management program. Effective July 30, 1992,
pursuant to Section 9004 of RCRA, 42 U.S.C. § 6991 ¢, and 40 C.F R, Part 281, Subpart A, the
State of Maryviand was granted final authorization to administer a State UST management
progeam in fiew of the Federal UST management program established under Subtitle 1 of RORA,
42 US.CL 84 6991-69914 The provisions of the Maryland UST management program, through
this linal authorization, have become requirements of Subtitle [ of RCRA and are, accordingly,
enforceable by EPA pursuant o Section 9006 of RCRA, 42 U.S.C. § 69y, Marviand's
authorized UST regulations are administered by the Marvland Department of the Environment
(UMDY, and are set forth in the Code of Marviand Repulations and will be cited as “COMAR”

}
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followed by the applicable section of the regulations, a copy of which can be provided to vou
upon request. The provisions of the Maryland’s UST management program, through these final
authorizations, have become requirements of Subtitie T of RCRA and are, accordingly,
enforceable by EPA pursuant to Section 9006 of RCRA, 42 U.S.C. § 6991, o

Suspected Violations Identified by EPA:

b, Failure to conduct tank release detection every 30 days on USTs at the Facility as
required by COMAR 26.10.05.02(8),

2. Failure 1o test line leak detectors (LLDs) for such USTs af the Facility annually as
required by COMAR 26,10.05.05(8).

3, Failure to conduct line tightness testing or utilize a monthly monitoring method for the
pressurized piping as required by COMAR 2610050240 H21b) and COMAR
26, 10.05.05(C), respectively.

4. Failure 1o report a suspected release as required by COMAR 26.10.08.01(BY3),

3. Failure to investigate a suspected releass as required by COMAR 26.111.08.03,
6. Failure to test the cathodic protection system as required by COMAR
26100402001

Section 9006{d) of RCRA, 42 U.8.C § 699 eld)y, authorizes EPA 16 assess a civil penally
agamst any owner or operator of an underground storage tank who fails to comply with, infer
alia. any requirement or standard promulgated under Section 9003 of RURAL 42 US.C 869910
(40 C.F.R. Part 280) or any requirement or standard of a State UST program that has been
approved by EPA pursuant to Section 9004 of RCRA, 42 U.S.C. 5 6991c. For purposes of
determining the amount of any penalty to be assessed, Section GO06{c) of RURA, 42 URC. §

699 1e(e), requires EPA 1o take into account the seriousness of the violation and any good faith
efforts to comply with the applicable requirements. In developing a proposed penalty for the
violations alleged herein, EPA will take into account the particular facts and circumstances of this
case with specific reference to EPA's Interim Consolidated Enforcement Penalty Policy for
Underground Storage Tank Regulations ("UST Penalty Guidance™)

(hupiwww epa.gov/oust/directiv/od96101 2.bim), and BPA’s January 11, 2018 memorandurm by
EPA Assistant Adminisirator Susan Parker Bodine, entitled dmendmenis to EPA s Civil Penaity
Folicies to Account for Inflation (Effective January 15, 2018

Mhitips//www epa.govienforcementamendments-epas-civil-penaliv-policies-account-inflation-
effective-january-15-2018
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Part 2: Opportunity to Meet and Settle

1f you and Port Street have any additional information relevant 1o this matter which
you believe EPA should consider prior to filing a formal enforcement action (Le.
Administrative Complaint), EPA requests that you or your representative provide such
information, and/or show cause why an Administrative Complaint should not be issued, within
twenty-one (21} calendar days of receipt of this letter. If no additional information is 1o be
provided and you would like 1o settle this matter, please contact Melissa Toffel of my staff at
215-814-2060 or by email at toffelmelissa@ena.sov. If vou and/or East Paint are represented
by legal counsel and you would like to settle this matter, please contact Lowis F. Ramalho
Senior Assistant Regional Counsel at 215-814-2681 or by email at ramalho. lou SIWEDR.BOY,
i vou do not respond within twentv-one (213 calendar davs of receipt of this letter or the
parties have not reached a satisfactory administrative resolution of these alleged vielations
within minety (90) calendar davs of receipt of this letter, the Agency may proceed with an
appropriate enforcement response without further prior notice,

Please send all information, and direct any request for a settlement conference, 1o the
attention of;

Melissa Toffel
Environmental Protection Specialist
UL, EPA, Reglon [T
Office of Land Enforcement GLO3 D)
1650 Arch Street
Philadelphia, PA 19103
Phone: (2153 814-3384
E-mail: olfelmelissa@@epa.gov

You are eatitled to assert a claim of business confidentiality covering any part or all of
the submitted information in the manoer deseribed in 40 C.F.R. § 2.203(b). Information subject
to the claim of business confidentiality will be made available to the public only in accordance
with the procedures set forth in 40 C.F.R. Part 2, Subpart B. Unless a business confidentiality
claim is asserted at the time the information is submitied, EPA may make such information
available to the public without further notice o vou.

Sincerely,

Carol Amend
Associate Director

Land & Chemicals Division
Ofice of RORA Programs

{
A

Enclosure

/

e M. Totlel, BPA
L. Ramalho, ERPA
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RIFHG S LIPS CampusBhip - United Siales
UPS CampusBhip: View/Print Labsd

1. Ensure thers ars no other shipping or tracking labels sttached to your package. Select the Print hutton on the
print dialog hox that appsars. Nate: I your browser does nol support this function selent Print from the File meny 1o
print the {abel.

2. Fold the printed label a1 the solid line balow, Place the labsl in 3 URS Shipping Pouch, f you do nod have a nouch,
affix the folded labed using dlear plastic shipping taps over the antire fabal,

3 GETTING YOUR SHIPMENT TO URS
Customers with a Dally Pickup
Yousr deiver will pickup your shipmeni{s) as usual,

Lustomers without a Dally Pickup

Take your package 1o any lncation of The UPS Store®, UPS Access Point{TM) location, URS Drop Box, UPS
Customer Center, Staples® or Authorized Shipping Cutlet near you. Hams sent via UPS Return Services{Sh)
{including via Ground) are also accepted at Drop Boxes. To find the focation nearsst vou, please visl the Resources
area of CampusShip arsd select UPS Locations.

Sehedide 2 same day or fture day Pickup t have a UPS driver pickug all your CampusBhip packages.

Harud the packages 0 any UPS driver in your area,

UPS Access Baint™ LIPS Acoass Point! LG Acoess Point ™

THE UPS STORE FORBIGN BATAAR THE UPS STURE

1735 MARKET ST 1921 CHESTMUT ST 15928 CHESTNUT ST
BHELADELPHIA PA 19103 PHILADELFMHIA FA 18103 PHILADELPHIA PA 19107
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TIMOTHY M. MILLER
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MARYLAND DEPARTMENT OF THE ENVIRONMENT
J800 Washington Avenue, Suite €20 & Raltimore Marviand 21230.1719
(410} 5373442 » 1-B00-633-6101 » hitpr/fwvww mde siate mdus

LAND MANAGEMENT ADMINISTRATION
Ui Control Program

Report of Observations

Type of Observations, Review of thivd pArTY wEpsction Factey 1 Moo
stie/Facdity Name: Commercial Fuel Systers, Ine Diate: 626713
Lovation: 930 Part 51, Basion

Potat of Coatact Tim Miller Telephone: 41310238573
P Page | of 3

Facility Inspection Status: FAIL

Kemarks

A third party nspection was performed on 571/15 at the above referenced faniliny located in Talbod County, For
all sections Hsted with a status of "fail’, corrective actions are required 1o somply with the Code of Marylamd
Regulations (COMARY. Suhmit da verifving compliance to Maryland Department of the Environment (MDE)
within 30 days uidess otherwise noted. Due o the existing violations, additional enforcement BeLioH may be
tortheoming. Failure 1o perform the advised sctions will result in enforcement proceedings mcluding the issusncs
of a Delivery Ban, civil penalties. and other legal sanctions,

Status Septiva Mo Comunents

Fail Reg. CSubsmit verification of the piping rraterial for each UST syslem

Fail 3 ¥ The UBT systems have boen out of serviee for a period lonper than 1 year and
reraing out of service on this date. See requirements belosw,

Fail 4h, 7 Subrmit verification that the shear valves under dispenser #6 and #7 are properly
secured o the puap islang

Fail Sk ¥ Submit verification that the vent riser pipes are protected from vehicle traffie

Fail Ha. ¥ Submit 2 copy of the muost recent spitt catoh basin test records. 1f g test has not been

pertormed within the past year, conduct a test in aceordance with Marviand Containmens
System Testing Protoco! and subsit records,

Fati & pipe *E Submtit verifivation of the piping comstrisction for each UST Bysiem,
** Bubmit a copy of the most recent OP test performed on the flex connectors/meal
piping lovated under each dispenser and at ench X785 Test must huve been porformud
within the past year to be valid.

Fail 8 fank ** Bubmit g copy of the most revent 5 yeur assessment performed i the preszed
curree syshern,
*E Submit verification that the impressed cumrent system is turned on and hus POWET,
*¥ Submit a copy of the most recent CF test performed on the tunk systems, Test munt
he dated within the past vear to be valid,
*¥ Submit a cupy of the 60 day wnpressed current inspection log that i3 mainiained on
site

Fait B ranipipe * Suybmit g copy of the most recent precision tost records of the underground Rtorags
tank aod piping systems o inchude commerial rume of the test siuipent, tame of the
tasting company, name of the persan conducting the test, certifiention informarion for te
person condocting the test, data weumulnted by the test, and the results of the precision
test

Pazu b, AN A montioring pipes are solid pipe for wore than 2° from the wpr of ench pipe.
Croundwater was determined 10 be below the screening for MPs 1 and 3 by TP N
additions! requiressents are required at this time,
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MARYLAND DEPARTMENT OF THE ENVIRONMENT
$00 Washington Avenue. Sulte 620 & Baltimore Maryland 21230-1719
(410 337-3442 @ 1-300-633-6101 » hup/www.mde statemd ug

LAMD MANAGEMENT ADMININTRATION
(il Control Program

Report of Observations

Type of Cheervations: Review of third party inspection Facility H2 Mo 1656
Sie/Facility Name: Commercial Foel Bystems, Inc Prate: 6726715

Location: 938 Port 3t Baston

Posint of {
Fam:

frai

Fail

Fatl

yitact: Tl Mitler

12 wnk

12 pipe

Telophone: 410-310-33353
Page 2 of 3

** Parform nventory in accordanos with "Doing fnventory Controd Raght”, LIBEPA
publication 310-193.044 1993, incorporated by refersnue i COMAR 261002061 The
swaner ot operator shall ensure the liquid level of metered storage systems is measured
using g stick or electronis method each day of operation, amd shall reconvile the resulis
with pump meter readings and receipt of product, These records shall be kept for 5 vears
at the facility or a location under the control of and designated by the owner or operalor
and shall be made available 1o the Departaent for inspection.

& Submit inventory records Tor the months of July and August

% Pusure an appropriate tank calibration char and gauge stick tn good condition
capable of measuring the full height of the tank to an eighth inch sre avatiable on sile.
*# Current AT §s not working at time of wspection,

*3 Cabmit verification that the AT s operating in accondance with Manufactures
specifications.

*% Syubmit documentation of the most recent gutomatic tank gauging system certification
i include date of the centification, company snd nams of the person performing the
certification, muke and mode! of the automatic tank gauging system, kecation of the
sensors and probes, probe and sensor types, type of bspection performed, 1ype of
functionally test performed, verification of proper installation, repairs made, corrections
performed, and signature of the person performing the certification.

% Submit release detection renords Tor the momths of July and Augest 2015

*% Submit documentation of the most recent automatic Hie Jeak detector certification o
include date of the certification, company and narme of the person performing the
certification, make and mode! of the automatic line keak deteotor, tvpe of nspestion
performed, type of functionally test performed, verification of proper installation, repairs
made, corrections performed, and signature of the person performing the cartification.
** Submit g copy of all olass &, B & O operator training vertificates,

*+ Subrmit a oopy of written operator instructions that are maintained onsite.

% Subeniy verification that an smergency comacs sign that b maintained ounsite.

#* {30 not dispenser fust without a class A, B and O operator present for the fasility.

#% 4 hrochies with information ahout operator raining was lofl onstte with Me. dilier

Additional Requirements Hsted on page #3
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MARYLAND DEPARTM ENT OF THE ENVIRONMENT
HROO Washington Avenue, Suite 620 @ Baltimore Marvland 21230-1719

(A0 S37.3442 » LROO-633.6101 » fitty/www ade state md us

D MANAGEMENT ADMINISTRATION
O Comrol Program

Report of Observations

Type of Observations: Review of third party nspeciion Facility 10 Noos 14356
StiedFaniliey Mame: Commeorsial Puel Systens, ing Do 586718

Losation: 9340 Fort 81 Fasion

Point of Contact: Tim Miller Pelephone, $10.310.35%7
¢
Fax: Page 3 of 3

Additional Requirements:

Bring the UST syvetems into compliance by ollowing the reguirements Hsted above or praperly abanden the
tank systems by remaoval in aveordance with the fallusving within 38 days:

Lo Properly shandon the UST systenss by removal in the continnous an-site presence amd under the direction of 4
Marviand centified underground storage tank technician o remover in sceordanos with COMAR. A
autifcation must be made to Inspector Michael Jester ai (410} $17-3024 72-hours prior (o abandonment o
schadate an inspestion.

Ferform an assessment of the tank and piping excavation i determing if there i evidence of a release. The
assussment must include sumpling of the woil and groundwater (if present} in aceordanne with the following:

* Minium of two samples below each tank
*  Minimum of one sample at 20 11 intervals along vach piping trench
*  Analver all samples for fall suite VOO tcluding fuel ouvgenates and tatal petroleum bydrocarbons.

gasoline and disse! range organics by US EPA mathods 8266 pnd BUISE renpectivily

&

3. Bubmita UST elose report 1o include but not fimited 1o description of activitios associted with the
removad, condiling of the tanks and piping, field sereening results, site sketol, photographs, ¢opies of recei s
for soit and wank disposals and coples and brief swmmary of the sboratory analytival results,

&
£
Person Inferviewed: Sichas] Jestor
T — ' Envircnmental Complisnce Specialist
Priva: . Office: 4105373074

~3082

Erogll, Michaehicstr amarviand. gov

e
g
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MARYLAND 3?3?? ARTMENT OF THE ENny zsmm%?% T
860D X?’ 5 »é meinn ;” erie, xuite 620 ® Baltimoe Marviand 212001719
B LROE33.6101 & 33-.1;1ux&-‘a&:wsmiu.wizs%t,s'rzd,uf~'

LAND MANAGEMENT ADMIN 'i.‘ﬂ
O Controd Progran

Report of Ohservations

Addiionsd Reguiremey

Type of Ohservations
53t

s inspecting
arne: éﬁf" wnercial Fuel Systems, fne

Location: 930 Pom &1

Factlity M

Fotmt of Ooespet: T M

Additional Requirements:

Bring the UST systems into complinnee by follewing the requirements listed above or properly abandon the
fank systems by vemoval in secordance with the i‘s)?%@wmg bnmedistely:

£33

BALS OI-8H pravaence and under the «i*mdmn IS
HHEE O FeMOVer i accordance with CUOMAR.
Michuel Jestor o1 (410} 83723024 T2 honrs vl ¢

¥ ;1%.3&%?'%01(3&'113@?‘;? i

Z. zg @xXeavation W deermine 1 there e of g release. The
ASSESEnIn 3k and g witer {1 present) in accordance with the fobowing:
&« Mivamum of fwo e fsﬁ W eaciz f:-s.ni:
» GRygenates and ol ¢ *miwm‘ hvdrovarbons
nies hy band ROT3H e
3 i include bt por |

imited (0 desor ;wt 313 iaatmi o% assooiated with the
and piping, Geld sereent :zg rEst it\,
als angd copies and briet s B dul

sHes of receins

A copy of this report was emailed to My, Tim Mille - ot s dats,
Person nterviewsd: Muatt Muoeller
Environmental Compliance Spesiatis
Pring__ Office: AHR337.3574
N Pax: 410-537.3092
Sipm Emails Matthew Muclis aryiand.gov
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ZATIR . Maryiandgo Mail - Feport of Dbservalinns for Pacility 1 MotEsd

Report of Observations for Facility 1D No1856

2 mEssages

Matthew Mueller SMDE. <matthew musler@manyland.govs Fri Fab 12, 2018 at 30

To: Trniller@nationalpremiumbese com
O Michael Jester MDE- <michael jester@maryland.gove

W Miller,
Flease fing the report of
dus to the exdisling vindsl

}

Thank you,
fatt Musiler
Ervironmental Compliance Speialist
MO Departmend of Environment
1800 Washington Bled,

Baltirmoes, MD 2133

C¥fos (410 537 - 387

Cal (430 365 - (216

g

way 1E8E RO 21218 podf

= TR

T Mitfer *:ims’§iar@rzﬁtionaipz‘emiumhgemwm?/
Ton Matthew Muslier MDE- <maltthew muslier@merytand gove

ot i, tharks,

Tim Miller
AHRAT0-3553

{CGuviag taxd ddend

fitos el google. commaai s 38k e 23575256038V sw e ptAsemrohe send@ife 15307 13488000 1l 8aimi 1 ST eRE K n K Sstm TR20T WD T a

ED_004938_00029095-00010

ohsarvation attached. Domective actiong are requirad immadiglaly. Please be aware,
ong, enforpement action may be fortheoming, Plesse contact me with any questions,

Matthow Muslier -MDE- <matthew musller@maryiand.gow>

44

Fri, Feb 12, 2018 at 312 PM

11



MARYLAND DEPARTMENT OF THE ENVIRONM ENT

EROG Washingion Avenue, Sulte 520 » Baltiuore Marvland 212301719

[N
(410) 53373442 @ 18006376101 Bttp s wwew ande state md

R R

PAND MANAGEMENT ADMININTRA TION
Ol Control Frogram

Report of Chasrvations

f

Astditional Requirsments:

Bring the UST systenss no compliance by following the reyuirements Hstod above or properly ahandon the
tank systems by removal in accordanes with the Inllawing tevmedintely:

Prop

2. ping gxoaval
arowsdwater
tank
G atervals along ¢
it suite VOIS inchuding fu
v LIS EFA methods 8260 and
3

asfited with the cemovad, contite

v of thiz yepor was smal

Person Inierviewssd:

Fripe

Sjpen

Hmail Matthew W

seHergbbarviand goy

ED_004938_00029095-00011



Rarvisrndaoe Mall - 8303 Pord

Matthow Muelier JMDE. <malthew. muetsrfmaryland. gowr

930 Port

Matthew Muetler -MDE- <matthew.muelier@imaryiand. gov> Wad, Mar 18, 2018 at 827 aM
T Tim Millsr <tmiller@inationalpremiumbeer come

Mr. bilter,

Fwall add your provided information to the e before the meeling. Attached is a Report of Ohservation of the
currgnt status of the faclity,

Thank you,

tMatt Musliar

Envirormmental Compliance Specigiis)
MO Department of Envirgnmand
TROG Washingion Bivd,

Baltimore, MD 21230

Office (4101837 - 3874

Celf {4107 385 - 0816

{Quoted taxl biddan]

s 18856 ROC 318,18 pdf

102K
mips el goagie. cornfoatluli Tuis 2k s J3R7E25638visv s ptdaesre hminbondmeys 1 ROTRE e ET 8 NRaim i TRITER M7 8300 191
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MARYLAND DEPART MENT OF THE ENviro: NMENT
80U Washington Avenue, Sulte 620 » Baltimore Marviand 212301719

DA 537.3442 & 1800 £33

61 hitpranw. mdv stateonid s

EAND MANAGEMEN “xim’ﬁ\%‘»if\ ATHN
Sl L-U!}Eiué Progran

Report of Obsarvations

Type 0"f"}‘bm‘va?iz'szzs: Review of thind party inspection Facility 3 Nos 1658
Site/Facitiny Name (.Ef;n‘z;a}e;‘ci:-;é Pus Svatems, Ine Do 2712416

Laocation ¥ 3i

Pomt of Crntace

Fa:
Facility hispection Stats: FAIL
Romarks:
A thivd party SPECLON was P ?u vl on For

all sections 1 z“@ with o siatus of ~
Regulations {COMARY
The fullowing PLRRHECTRE
e 1o the existing vic
tions will resudt i eaft

’ v?;is;i.mu
S-SRI oy

e ssued in ?*z«“f & 5 dated
rons, additional enforees m,u action may be ?‘%ﬁii’l’%’wi}i‘ﬂii'g

ceent procesdings ineluding th

Moter On this date, nspector contacted Mr, Miller (AH-301-3550) vin g 1 lephane somversation, M, M Yoy stared
that he was unsure i 1he tanks contained Linch or less of product. Inspecios “enpdsived o M Miller tha the UST
swstens at the above referenosd faciliny have been out of go rvice for u period | onges than | vear and that the

Department s requiving correstive aotions i nediately,

LN
Subit verification of the pm; 4 m:;;ta-:zéa? fur each URT system
# 3§1<: UBT systams have beon ¢ rvice oy pering In ger than | vear and
EFRERFE 1'a§5:1“:"2<:c onmiz date. Sew requirements below,
Fail 4h, ‘w?)m verification that the shear vadves under duperser #6 and #7 are property
secured o the pumy island

Fail 5h, =% Submit verification that the vent risey pipes are protected from um,i raffic
Fail G ** Rubmit a copy of the most recent spill catch basin test records, I a test has not been

pertormen within the past vear, conduel a test § maceordance with Marviand Cortainment
Bystem %awmw Frowoo! and submit records,
Fail Spipe T Lubmit veritication of the piping construction for cach LIST svstem,
* Bubmit a copy of the most vecent CP fegr performed on the § rreial
*3';*; ng tocated under cach dispenser and at each STR, Test m: st have been perfonmed
within the past vear 10 be valid.
Fail * R Subrait o copy of the most recent % yeur assessment performed on the mrvessed

CUrrEnt systom
T Submit veritication that the i upresisd curr ent systerm 15 turned on and has power.
¥ Subimit g copy of the most recent OF test performed on the lank svutems, ics{ e
be dated within the past vear 1o be valid,
** Submit a copy of the 6 da v ipressed current ing spection fog that s maintained on
IR

¥taplipipe % Submit a copy of the most recent Precision test records w? the underground storage
tank and piping systems to Include commercial name . ne st sgquipment, name of the
testing company, mame of the pason conducting the test, contificaion information fo

poon
o

ED_004938_00029095-00013



MARYLAND DEPARTMENT OF THE ENVIROMNMENT
TROD Washingion Avenue, Suite 620 e Baltimore Maryland 212301719
(4101 537-3447 @ 1-800-633-6101 & hitp//www mide state.md,us

LAND MANAGEMENT ADMINISTRATION
il Clomtrol Progeam

Repm of Qbservations

person sonducting the test, dats aeoumuiuted by the wst, and the resulis of the ¢
fest

Type of Dbservations: Review of third party inspection

Facility 10 656
StefFacility MName: Commersial Puel Svsiems, I Dger 115715
Loscation: 930 Port 5t Easton

Potnt of Contaet Thn Miller Telephone: 410310

Page 2ol 3

=% Porform inventory in accordance with "Tiatog
publication 51-B93-044 1993, invorporated by 1

pwner of nperator shall ensure the | fquid tovel u'é" metered §i
uRIng 4 szick o ﬁ‘ii’fﬂ”’” n?g me?hf“x:i isac i 'in

at the ?‘actm Yo e maﬂm und&t. zha. wnimi of'z ‘mﬁ sw;\;igm e b

and shil be made svailabl to the Department for Inspection.

¥ Subwnit inventory records when the USTy are placed hack in servige.
** Epsurs an a;};;m‘"sm’c, tamk calibration chart and gauge stick in gos rcition

capable of measuring the Rull beight of the tank to an vighthuingh are available un site.

Ak & Cervent ATG I3 ot working gt time of inspestion.

% Qubmit verification that the ATG is eperaling in socordance with Manufa

spectBoations.

& Submit documentation of the most revent a&snm&txaﬂ tank gmgm}ﬁ svstem certifiontd
: ude date of the o ‘ﬂifis:&tisfm u.mpmv d! nams 0*‘ t‘ i

3 3
£

o
5

iuxvc‘mm%%y fant pa*formui xmiwmou fei g@m%y sw:»\mii mu, rwm\iswssﬂ SOTTEOLIGNS
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Maryland -
Beyped futhuaeriord

Eﬁﬁ’?}aﬁm&?ﬂt Gf Uiesatarmet Sowenor
the Environment Ben Grumibies

July 5, 2016

br. Tim Miller

930 Port Sireet, Ino.
28102 Baileys Neck Road
Baston MDD 21601

RE: NOTICE OF NON-COMPLIANCE NNC-QUP-20617-002
Commercial Foel Systems, Ine.
930 Port Street, Easton
Talbot County, Marvland
Facility LI, No. 1686

Prear M. Miltler

On May 1, 2015, a third-party inspection of the underground storage tank (LUST) systems was performed
at the shove-referenced facility. Results of the inspection revealed violations of Code of Marviand Begulations
(COMAR), including those considered by the Maryland Department of the Enviroument (the Department) and
the LLS. Environmental Frotection Agency (EPA) as significant operational compliance {300C) violations. Oin
fane 12, 201§, the Department's O Control Program lssued & Notive 10 Correct Underground Storage Tank
Deficiencies etter. In addition, the 0§l Control Program provided Reports of Ubservations dated Jops b, IS,
Pebruary 12, 2016, and March 16, 2016 requiting 930 Port Strest, Ine. to perforn corrective actions and verify
compliance. To date, 930 Port Street, Inc, has failed o submit the requested UST compliance dats and comply
with COMAR.

During the third-party inspection conducted on May 1, 2015, it was determined that the B000-gallon diese!
UST, the two B.000-gallon gasoho! USTs, and the 8,000-gallon compartmentalized UST were no fonger in
servios.

® Did not permanemtly close the four UST systems that have heep temporanly closed for a pedod longer than
byear, in avcordance with COMAR 26.10.10.01Dy,

® Did not provide all information required on the registration form, in accordance with COMAR
261003080,

® Did not properly install shear valves, in accordance with COMAR 26.10.02.06B, Code for Motwor Fuel
Drispensing Facilities and Repair Garages (NFPA 30A, 2008 Edition, Chapter 6.3.9);
Digh not protect the vent riser from traffic, in sceordance with QOMAR 26.10.03.06H (25
Dhd not test o submit test records for the spill catchment basins, in accordance with COMAR
2610030340 Dby

% D3id not properdy design, constract, sod protect piping that is in contact with the ground fromm corrosion, in
acoordance with COMAR 26.10.03.028;

IBOG Weshingien Boudeird | Baltrore, MO 21250 | 1800853818 § 4105573000 PTTY Lsers 8007352258

wewewsridernanddanstgoy
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W, Tim Miller

Notiee of Non-Crmplisnce NNC-OCP2DTT002
Facibity 1D, Mo, 1656 ‘

Page - 2 -

Ud not operste and maintain the corrosion protection system 1o continuously provide protection, in

scoordancs with COMAR 26 1004028,

» Hd not inspect the corrosion protextion systers for proper operation, in sccordance with COMAR

261004 021y

IHd not inspect the impressed current cathodic protection system every 60 days to ensure that the equipment

is functioning properly, In scoordance with COMAR 28.10.0402F(1)a);

® Dhid not perfovmm an assessment of the impressed nurrent system, in aceordance with COMAR
261004 D2 T by
D3d not subiil cathodio protection test records, in secordance with COMAR 261004 202,

* Did not submit preciston st reeords, in scoordance with COMAR 26 10.03.05;

Did not parform inventory conteol, in accordance with *Dioing Invertory Comtrol Right,” US EPA

publication 5 1{-B-93-004 1993 and COMAR 26 1004018,

34 not submit tank release detection records, in sccordance with COMAR 26, 10.05.08;

xd not st the Hne leak detector, o aceordance with COMAR 26 10.05.82D( 2 a);

el not subssst Hne leak detector test records, in aocondance with COMAR 26,1005 06,

Did sot install, calibrate, operate, and maintain release detection squipment, in aucordance with COMAR

2HA00501A0,

# Did not provide records of the calibration, maintenance and repair of the relpase detection system. in
aceordance with COMAR 26,1005 0,

* Pod not identify by written list one or more individuals 1o serve az the Class &, B, and T operator for the
facility, in accordance with COMAR 261018 0381}

® ibzzi not provide readily accessible written iInstructions for the facility's UST systems that deseribe hovw 1o

sspond 1o operational or eguipment alarms, warsings or akot mechanisins, implersent the emergency

ghumff’ process, respond to 4 suspected or confirmed release, unusual operating condition, sinergeney and

equipment fatbure and potify the Department of a release, in accordance with COMAR 236, 10160383y

1314 nut provide emergency telephone numbers for contacting persons responsible for the facility in the

gvent of a suspectad or confirmed release, wnusunl operating comdition, emergency and eguipment fallure,

in aceordance with COMAR 26 10.186.03B{4y

® id not conspicuously post smergency telephons surmbers on 2 sign not less than § by 10 inches in size
with Jetiering not lesy than one inch high »isible (o the puble for an unattended facility, in accordance with
COMAER 26.10.16.03B )by

# rd not have a Class € operator isomediately accessible by telephone for an unattended facility, in
accordance with COMAR 2581018803y

» Did not have 3 Class C operator of the unattended Tacility on site within two bours of 4 request, in

acoordance with COMAR 26101685 (Y

2

¥ & B ¥

The aforementioned findings constitute non-compliance with Maryland law as stated above. Based on this
non-compliant status, &ize., Diepartment hereby mfz}rms Q30 Port Swest, Inc. that the following correntive actions
must be performed po lad K,

1. Property abandon all UST systems by removal in the continuaus on-site presence and under the direction of
a Marviand-certified UST remover or techoician in avoordance with COMAR. Submit written notification
of your intent 1o remove the TISTs at least 15 days prior to beginuing removal and provide verbal
notification to the 04l Control Program at 4 H8337-3442 at least 72 hours privr 1o beginning the closure {0
schodule an inspection with the assigned case manager.
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Mr. Tim Miller

Notive of Noa-Compliance NNC-OQUP2017-002
Facility LI, Mo, 1656

Page - 5 -

Perform an assessment of the tank and piping excavation to determine if there is evidence nf arclease. The
assessment must include sampling of the soil and groundwater (f present) in accordance with the following:

Mirdmurn of two samples below each tank:

Minirmim of one sample at 20-01. intervals along each piping menchy

Minimum of one sample below each dispenser;

Analyze all samples collected for full-suite volatile organic campounds {VOUs), including fuel
oxygenstes and naphthalens, using EPA Method 8260 and for total petrolenm hydrocarbons - sHese! and
gasoline range organics {TPH-DRO and GROS using BPA Method 80158,

8 % 8 3B

lad

Submit an amended UST segistration to the Oil Contrel Program, 1300 Washington Boulevard, Suite 524,
Baltimore, Maryiand 21230-1716,

4. Submil a UST Closire Report to the above address (At Me. Matt Mueller). The Report must insdude,
but not be limited to: description of activities associated with the removal; condition of the tanks and
piping; field screening results; site sketoh: photographs; copies of receipts for soil and tank disposals;
ard coples and brief summary of the laboratory analviical results,

A Bist of Maryland-certified UST removers and sechnicians and a blagk UST registration form are available
on the Department’s web site at:

ﬁi{g}:;’:’www;z&dﬁ,gizzze.md.u:@!pz's‘;sgs‘;ams!i.,amff{féiE{ffe:mir{;ii{} s}(iﬁrgg‘f;}uz‘zdfi‘EGf‘;‘zgf;r’?“anksi?z;ga&’?mgz‘:};'z‘;:siin;’iaﬁ’z‘mgra
ms/H] Controlusthome/usioertdf; CRtON_Progems. asps

Fatlure to properly close the substandard USTs may result in enforcement action, which could include the
issuance of civil penalties, and other legal sanctions. If you have any qoestions, please contact Regional Inspestor
Matthew Musler ar 410-537.3574 ( matthew. mueller@maryland. gov), Regional Supervisor Michas! Jester at
410-537-3024 (nichaslicster @ maryviand.gov), or me at 410-597-3447 {tom walter@maryiand, govy,

Sincerely,

oo LV

Thomas L. Walter, Chief
Complisnce Division
Uil Control Program

Minin
oor Mr Michae! Jester
Mr, Matheow Mueller

Mr. Christopher H. Ralsion
Ms. Hitary Miller
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